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Equipment intended for use in potentially explosive atmospheres
Directive 2014/34/EU
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EU-Type Examination Certificate Number: BVS 17 ATEX E 002 X

Product: Sensor type VFS**-***A1 or FLP**-***A1

Manufacturer: TST electronics GmbH

Address: Berliner StraBe 42, 58135 Hagen, Germany
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Managing Director
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Product description =\

Subject and type
Instead of the **-*** in the complete name letters and numerals will be inserted, which |
identify different types. Y ‘
type FLP**-***A |
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Both circuits are connected internally; the following resulting values apply: —_
Voltage Ui DC 10 V
Current I 400 mA
Power P 1 W
Effective internal capacitance (incl. 50 m cable) i 202 uF
Effective internal inductance (cable inductance for 50 m) Li 50 uH

Ambient temperature range Ta -40 °C up to +60 °C
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Report Number

BVS PP 17.2005 EU, 2022-05-11

.......

17 Special Conditions for Use i
Metallic process connections have to be connected electrostatic conductive (<1 MQ) to the Ic
equipotential bonding. N
The sensor may only be used in areas, in which intensive electrostatic char
process are not expected.
18 Essential Health and Safety Requirements
The Essential Health and Safety Requirements are covered by the stan
19 Drawings and Documents
Drawings and documents are listed in the confidential
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